Furnace gas is being used on an increasing scale to generate electricity at smelter and other plants around the world. Installations range from a few MW to tens of MW and even hundreds of MW. Furnace gas has traditionally been used to fire boilers producing steam which is then used to drive turbines producing electricity. The advent of piston engines which are capable of running on furnace gas has changed all this, making co-generation from furnace gas possible on much smaller plants than before.

Internal combustion engines running on natural gas have been in use for many years, and there are numerous machines of this type in use ranging from sub MW to tens of MW in size. The development of modified versions capable of running on other combustible gases in the 1990s paved the way for the use of furnace gas and other waste gases for power generation. Models are now available which can make use of a wide variety of gases from a variety of sources.

Furnace gas
Furnace gas is produced by the carbon reduction process in metal smelters and carbide production plants. This includes iron, manganese, chrome, titanium and other metals. The reduction process uses carbon in some form, such as coke or anthracite. The primary combustible constituents of the gas are carbon monoxide and hydrogen, and other components are generally nitrogen and small quantities of impurities which must be removed from the gas before combustion.

Not all furnace gases are suitable for combustion in internal combustion engines and a certain minimum calorific value and composition is necessary. Gases falling outside these limits may be used for combustion in boiler based systems. Furnace gases may also be used to run gas turbines directly, where sufficient volume of gas is produced.

The SA Calcium Carbide cogeneration project
The project is summarised in Table 1.

The recent increase in electricity tariffs is certain to effect margins for energy intensive companies. South African Calcium Carbide (SACC) opted to develop a co-generation facility using furnace gas from the production process to reduce the impact of higher tariffs and increase production capability.

SACC used funding from the IDC to develop an 8 MW co-generation facility, which will serve as both a cost saving initiative and a security of supply measure, the latter being a pre-requisite to maintaining production levels, thus boosting the company’s organic growth plans. As a clean development mechanism (CDM) initiative, SACC is to fund the R115-million capital cost requirement for this project over a financing period of 10 years. The principal objectives of the project are:

- Energy security: securing electrical energy for SACC’s required growth programme
- Meeting Eskom’s PCP requirements
- Development of a “green project” contributing carbon emission reductions
Development of an economically feasible project for SACC and the Andina Group realising energy cost savings.

Electricity demand

Electricity costs account for the bulk of the company’s production costs and without the program SACC would have seen a huge surge in production costs. SACC currently accounts for 50% of the electricity demand of the Newcastle region (Fig. 1), and expansion is restricted by limitations on maximum demand that the company can make on the grid.

Furnace gas

Carbon monoxide gas is produced by the process of manufacturing calcium carbide, and was previously flared at the site (Fig. 2).

Calcium carbide production

Calcium carbide is made by heating calcium carbonate (limestone) to produce lime and subsequently reducing this with carbon. In the first stage of the process limestone, mined in the northern cape, is heated to produce lime:

\[ \text{CaCO}_3 \rightarrow \text{CaO} + \text{CO}_2 \]

Calcium carbide \((\text{CaC}_2)\) is manufactured by heating the mixture of lime and carbon (in the form of anthracite) to 2000 to 2100°C in an electric arc furnace. At those temperatures, the lime is reduced by carbon to calcium carbide and carbon monoxide \((\text{CO})\), according to the following reaction:

\[ \text{CaO} + 3\text{C} \rightarrow \text{CaC}_2 + \text{CO} \]

The gas produced has the composition shown in Table 2 [1] and has an LHV of 3.3 kWh/m³.

The plant

Fig. 3 shows a diagram of the co-generation plant.

The project displays significant technology innovation with the installation of low CV gas-fired spark ignition engines (electrical gen-sets) to provide a total of some 8 MW electrical generation capacity. Project innovation is demonstrated by the use of all exhaust gas heat in the closely located rotary aggregates drying kiln – replacing the current use of LPG. Further innovation of significance is the cleaning and conditioning of the waste gas supplied to the engines to ensure optimum generation operational conditions with no harm to the engines.

Furnace

The furnace is a closed construction of German UHDE design with a nameplate capacity of 50 MW. It is equipped with a hollow electrode system and incorporates in-house modifications and improvements as well as a Mintek designed resistance controller.

The CO was previously piped away and flared into the atmosphere. The furnace has capacity of 100 t of \(\text{CaC}_2\) per year and is currently running at about 75% capacity, producing 75 t per year because of restrictions on the power that can be drawn from the grid. The CO currently flared will be used to produce an additional 8 MW of power which will enable the furnace to run at its maximum capacity without increasing the load on the Eskom grid. Furnace overpressure events have been engineered for through use of an innovative system provided by Theisen, the providers of the gas scrubbers. Table 3 shows the projected growth for the SACC plant.

Gas scrubber

The gas leaving the furnace contains impurities in both gaseous and particulate form, and these must be removed before the gas is fed to the engine or flared. The gas quality is a significant challenge and dust levels must be low (<15 mg/Nm³). This is achieved by the installation of a second Theisen wet scrubber plant which is effective in reducing dust levels to ~5 mg/Nm³. Gas conditioning is a significant barrier which...
is overcome by the project engineering ensuring the gas relative humidity and pressure levels are maintained within tight limits for the generator-sets. Impurities can damage the engine or affect its performance, as has been experienced on other projects in this country, notably those running on landfill gas, and gas flared to the atmosphere must be free of pollutants. According to the suppliers, the gas coming out of the scrubber has less impurities than the surrounding air.

The scrubber operates on a centrifugal basis, which is very effective for removing particulate matter.

**Power generation plant**

The plant is housed at the site of an old building close to the furnace and consists of the engine room, control room and transformer room/substation. The choice of this location made the EIA process much easier as there was an existing structure on the site (Fig. 4).

The generator section consists of four E58 version Jenbacher 620 gas engines configured to run on the gas composition existing on site, combined with AVK model DIG 130/4 alternators (Fig. 5). The engines are a 20 cylinder model, each having a capacity of 124 l, and capable of producing approximately 3 MW of energy at full power. The output is however reduced to 2 MW because of the lower calorific value of the gas produced according to Agaricus who provided the engines. Jenbacher engines were first produced to run on furnace gas in the 1990s and have been developed to run on a wide variety of gases since then. There are a limited number of calcium carbide production plants worldwide and as the machines had to be specially modified to run on the off gas from the production process (see Table 2) there are also a limited number of machines of this version in use worldwide, which may be regarded as a risk factor for the project. Fig. 5 shows one of the installed units.

The engines are managed from the control room where display of the performance of each engine. The number of engines running at any one time will be dependant on the amount of gas produced. The engines run at 1500 rpm and drive alternators producing power at 11 kV. The plant is expected to produce 43 371 MWh/yr of electricity when running at the anticipated capacity. The gas engines are a well established technology used at many site around the country including landfill gas in Durban, smelters at Namakwa sands and Brits.

**Control of gas flow**

One of the problems facing the operation of such a plant is balancing the amount of gas produced by the furnace with the gas consumed by the engines. The furnace does not produce gas in a steady flow but exhibits slight variations in volume. Some installations make use of a buffer tank to regulate the flow, but in this case the gas is fed directly to the engines. Pressure valves are used to regulate the pressure of the gas entering the engine, and the flow is regulating by diverting surplus gas to the flare. The flare is barely visible at this time, compared to a roaring flame a year ago. When the gas production from the furnace is greater than the amount of gas required by the gensets or when the engine gens-sets are off for any reason i.e. maintenance and the furnace is running, gas will continue to be flared for safety reasons.

**Exhaust gas heat recovery**

The exhaust gas has an exit temperature of 486°C at full load and is fed to a kiln, where heat is extracted and used for drying anthracite before feeding it into the furnace, before being released to the atmosphere. The exhaust gas temperature at the kiln is of the order of 350°C.

**Future projects**

A predominant project success factor is that SACC have internalised the co-gen project development and maintained project ownership. This approach by SACC displays both technical and financial success ramifications. Technically, the project is developed as an integrated
enhanced process to SACC’s furnace and calcium carbide production process providing electrical energy for own-use and thermal (heat) energy for use in the aggregates drying kiln – and is in no way a “project tag on”. Increased furnace production efficiency, for example, produces increased efficiency on waste gas supply volumes for the generation of electrical power by the co-gen project.

Indeed, the installation of a 5th engine gen-set is a viable proposition in the future, see Table 3. Financially, the project will realise significant cost savings in the purchase of electricity from the Newcastle municipality – generating some 41,5 to 48,7-million kWh per annum. LPG cost reductions will also be realised from the use of the exhaust heat of the engines in the drying kiln.

A further financial success factor is gained from the generation of carbon credits which are to be registered as Certified Emission Reductions (CERs) and sold on the international market. Lastly, the

**SA calcium carbide projected growth**

<table>
<thead>
<tr>
<th>Year No.</th>
<th>Year</th>
<th>Furnace</th>
<th>Engines</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td>mCaC₂/yr</td>
<td>mCaC₂/yr</td>
</tr>
<tr>
<td>1</td>
<td>2012</td>
<td>87 553</td>
<td>66 292</td>
</tr>
<tr>
<td>2</td>
<td>2013</td>
<td>74 541</td>
<td>73 950</td>
</tr>
<tr>
<td>3</td>
<td>2014</td>
<td>76 871</td>
<td>75 333</td>
</tr>
<tr>
<td>4</td>
<td>2015</td>
<td>76 871</td>
<td>75 333</td>
</tr>
<tr>
<td>5</td>
<td>2016</td>
<td>79 200</td>
<td>77 616</td>
</tr>
<tr>
<td>6</td>
<td>2017</td>
<td>79 200</td>
<td>77 616</td>
</tr>
<tr>
<td>7</td>
<td>2018</td>
<td>81 529</td>
<td>79 899</td>
</tr>
<tr>
<td>8</td>
<td>2019</td>
<td>81 529</td>
<td>79 899</td>
</tr>
<tr>
<td>9</td>
<td>2020</td>
<td>83 859</td>
<td>82 182</td>
</tr>
<tr>
<td>10</td>
<td>2021</td>
<td>83 859</td>
<td>82 182</td>
</tr>
<tr>
<td>11</td>
<td>2022</td>
<td>86 188</td>
<td>84 464</td>
</tr>
</tbody>
</table>

**Table 3. Projected growth for SACC plant.**

Contact Mike Rycroft
SACC, Tel 011 543-7000,
mike.rycroft@ee.co.za

References

[1] SACC CDM project submission to DNA, July 2012.

internalisation of the project has realised a significant success factor to SACC with their obtaining the DTI’s S12i donor funding (tax) grant and more recently, SACC has entered into an IDM Contract with Eskom, supported by Sebenzana, for a required 15% electricity reduction which SACC is set to achieve.

Contact Mike Rycroft
SACC, Tel 011 543-7000,
mike.rycroft@ee.co.za

Fig. 3: The final plant configuration. (Photo credit SACC).

Fig. 4: The completed co-generation plant building (photo credit SACC).

Fig. 5: Jenbacher engine installed on site. (photo credit SACC).